Introduction
The energy performance of vapour compression refrigeration systems is strongly influenced by heat rejection methods. Considering water as a scarce source, heat rejection by outdoor air is an evitable choice. For an air-cooled chiller providing a given cooling capacity, the range of dry bulb temperatures of outdoor air dictates the compressor power required. This is because the condensing temperature is designed to hover above the dry bulb temperature by 10-20 °C, depending on the heat rejection capacity of condensers and the operation of condenser fans. Precooling of outdoor air is a viable means to lower the condensing temperature and, in turn, enhance the energy performance of refrigeration systems with heat rejection by outdoor air. Using a limited amount of water in the form of mist, the dry bulb temperature of the unsaturated outdoor air can drop down to the wet bulb temperature following an adiabatic (roughly constant enthalpy) process. As no cooling energy is required, this kind of evaporative cooling is widely used to reduce the electricity taken by conventional air-conditioning systems in hot-humid regions [1] . Evaporative cooling of outdoor air is increasingly applied to enhance heat rejection in refrigeration systems and hence to improve their energy performance, as mentioned in [2] [3] [4] [5] [6] [7] . Direct evaporative coolers and mist precoolers are devices which can be retro--------------- fitted to existing air-cooled chiller systems to precool outdoor air and hence to enhance their energy performance [8, 9] . To familiarize with the actual installation of a direct evaporative cooler and a mist precooler, please refer to [10] and fig. 2 in [11] . Mist precoolers are preferable than direct evaporative coolers, considering the ease of installation and the negligible air-flow resistance [9] . At present, there is no standard design for such evaporative cooling devices and no standard protocol to verify their cooling effectiveness.
The benefits of mist precooling for air-cooled chillers have been identified from a series of experimental and simulation studies [10] [11] [12] [13] [14] [15] . When the outdoor air was cooled by mist to its saturation state, the coefficient of performance (COP) increased to 21.3%, when the chiller operated under head pressure control (HPC) with a high condensing temperature in all outdoor conditions. If the condensing temperature were under optimal control with precooled outdoor air, the COP would further rise by up to 51.5%. This COP increase brought a 14.1% decrease in the annual electricity consumption of a chiller system operating under a subtropical climate [12] . Another reduction of 19.8% in the annual electricity consumption was identified when the chiller system had five identical chillers operating under floating condensing temperature control (FCTC) with an optimum mist generation rate [15] . The FCTC means the condensing temperature can float freely within its boundary to minimize the sum of compressor power and condenser fan power for a given operating condition. Regardless of the setting of condensing temperature, the mist precooling enabled the annual electricity consumption to drop by 8.1-9.9% when the chiller system operated under the typical and future climate scenarios of Hong Kong [13] .
The extent to which the dry bulb temperature can drop is governed by cooling effectiveness η ce = (T db -T′ db )/(T db -T wb ). The difference (T db -T wb ) is called the wet bulb depression. The cooling effectiveness of mist precoolers varies from 0 to 1 and if T′ db drops to T wbthe lower boundary, T wb , then η ce is equal to 1. The cooling effectiveness of mist precoolers depends on two factors. The first is how nozzles are located to distribute an adequate amount of mist in front of the condensers. The second is how the mist can be fully evaporated when entraining the condenser air stream with different flow rates based on the operating conditions of air-cooled chillers.
Several studies have discussed the parameters interacting η ce when applying mist precooling to air-cooled chillers. According to experimental work by Yang et al. [12] , η ce varied from 0.30 to 0.91 for a fixed mist generation rate and a small wet bulb depression caused a low η ce . The highest level of η ce was dictated by the mist generation rate to meet the designed heat rejection air-flow and the designed temperature conditions of outdoor air. Tissot et al. [16] investigated how the COP and refrigeration effect of an air conditioner varied with different mist generation rates at different combinations of dry bulb temperature and relative humidity. At a low relative humidity, a high mist generation rate could further improve the refrigeration effect and COP. As the face area of an air-cooled condenser is large, an even distribution of mist over the whole area is required to ensure the uniform and high η ce . Tissot et al. [17] addressed this issue in their numerical analysis on mist evaporation in the upstream flow of condenser air. The size and injection direction of mist interacted η ce in a complex manner. Mist droplets with a size of greater than 25 μm in diameter could spread effectively over a wide area while very small mist droplets tended to concentrate together with low dispersion ability. The cooling effectiveness of mist precoolers would be enhanced with a higher evaporation effect when the mist droplets and air stream were in the counter-flow direction.
The interaction between η ce and the droplet size would be more complicated when the flow rate of condenser air varied with the control of condenser fans.
It is expected that the interaction between the operating variables of a chiller and a mist precooler poses a challenge in maximizing their performance within their operating boundaries. This study investigates the change of chiller COP at different levels of η ce . A multivariate regression model has been developed to simulate the operating variables of an air-cooled centrifugal chiller with a mist precooler. Physical parameters and performance data used to validate the model will be presented. A parametric study will be carried out on how a chiller COP varies with η ce at different load and climatic conditions. The relationship between the operating variables of the chiller and the mist precooler will be discussed. The significance of the study is to provide insights on what parameters influence the design and operation of mist precoolers to achieve the maximum η ce . The improved chiller COP at part load operation would facilitate the optimization of chiller sequence control in a multiple-chiller system [18] .
Description of the chiller and its model
The chiller had a nominal capacity of 1266 kW with a COP of 3.19 at an entering condensing air temperature of 35 °C. It was equipped with a flooded type evaporator, an aircooled condenser, an orifice as an expansion valve, and a centrifugal compressor with capacity modulation by inlet guide vanes. Chilled water was circulated to the evaporator at a nominal flow rate of 54 L per second based on a temperature difference of 5.6 °C at the full load condition. The temperature difference of chilled water dropped from 5.6 °C when the cooling capacity reduced from 1266 kW. The condenser contained three identical fans delivering a total heat rejection air-flow rate of 118 m 3 /s at full speed. Each condenser fan had a rated power of 10 kW. Table 1 summarizes the performance data collected from a chiller manufacturer when the chiller operated under HPC. The data were measured under standard rating conditions in AHRI standard 550/590 [19] . A series of eqs. (1)- (15) were used to model the chiller. Figure 1 shows the chiller components with the corresponding modelling equations. The modelling approach is based on the regression-based chiller models used in EnergyPlus [20] but modifications were made to enhance the capability of simulating an adjustable condensing temperature and mist precooling at different levels of η ec . EnergyPlus [20] is widely used to perform building system simulation and analysis. The modelling approach is sophisticated enough to carry out energy analysis of chiller systems under the steady-state condition, given an hour-by-hour building cooling load profile. The modified chiller model in this analysis can be used to perform an hour-by-hour simulation of electricity consumption of a chiller system based on a given building cooling load profile and hourly weather data of a given city.
Under the vapour compression cycle, the variation of saturated evaporating temperature and saturated condensing temperature depends on the T chws and T cdae , respectively. The T chws and T cdae were, therefore, used to adjust chiller capacity and compressor efficiency at full load condition, as shown in eqs. (1) and (2) . Equation (4) was modified to adjust compressor efficiency at part load operation when the T cd was controlled at different set points. Equations (6)- (9) 
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a cf cf ,rated a,rated (14) Equations (11)- (14) were used to simulate the evaporative cooling of mist. The constant proportion of of 22.5 kW per kg/s in eq. (14) is associated with a situation where the pump power rated at 4.5 kW drops linearly with the peak mist generation rate at 0.2 kg/s. The rated power of the mist generation pump accounts for 15% of the rated power of 30 kW in the total condenser fans. The overall COP is given by eq. (15): Figure 2 shows the procedure to solve the operating variables in the equations. The T chws is maintained at 7 °C for all operating conditions. An initial condensing temperature T cd0 of 50 °C was used at the beginning of each iteration. To validate the model, combinations of Q cl at 317, 633, 950, 1266 kW, and T db at 10, 15, 20, 25, 30, and 35 °C given in tab. 1 were the input data. This constituted 24 sets of operating conditions. In the absence of mist precooling, dummy values for RH and η ce were 100% and 0, respectively. Table 3 shows the values assigned to the input variables to carry out the parametric analysis with the validated model. The range of Q cl is from half to full capacity, as chillers often operate at above 50% capacity in a multiple-chiller system with sequencing control. Sequencing control means that one more chiller is staged when all the chillers are operating at above their full capacity. The ranges of T db and RH are related to typical climatic conditions for chillers operating in sub-tropical regions. Mist evaporation at RH of above 85% has no apparent effect on cooling as the wet bulb depression is small. A full range for η ce from 0 to 1 was considered. Based on the flowchart in fig. 2 , T cd0 was fixed under HPC. To perform FCTC, T cd was decreased by 0.05 °C in each iteration successively until the sum of P cc and P cf was minimized. 
Results and discussion

Model validation
Parametric analysis of COP at different levels of cooling effectiveness
Any given dry bulb temperature with lower relative humidity gives a higher wet bulb depression. This results in a greater drop in the dry bulb temperature at a given cooling effectiveness. Figures 4 to 7 show how the percentage change of COP varies at different percentages of chiller capacity and different levels of cooling effectiveness when the chiller operated under HPC and FCTC. Compared fig. 4 with fig. 5, and fig. 6 with fig. 7 , the percentage increase of COP is more significant under FCTC than that under HPC. This indicates that mist precooling complements FCTC to further improve the COP. At the low relative humidity of 40% with a high wet bulb depression, the percentage increase of COP appears to rise linearly with the chiller capacity. This favours the multiple-chiller arrangement in which the chillers tend to operate near full capacity for most operating hours. The percentage change of COP increases with the cooling effectiveness for any given chiller capacity. The highest percentage increase of about 30% can be achieved at the highest dry bulb temperature of 35 °C with a 9 °C wet bulb depression when the cooling effectiveness is one.
As fig. 6 illustrates, at a high relative humidity of 85% with a low wet bulb depression, the percentage increase of COP becomes small and appears to keep constant at different chiller capacities under HPC. This is because the heat rejection capacity was enhanced slightly at a low wet bulb depression. The highest percentage increase of COP is around 3.5% at an outdoor temperature of 35 °C with a wet bulb depression of 2.5 °C. Under FCTC in fig. 7 , the percentage change of COP and the chiller capacity have a non-linear relationship at an outdoor temperature of 20 °C or above. A minor COP loss may occur when the chiller capacity is below 80% of full capacity and the outdoor temperature is 25 °C or above. The loss is due to the extra power of the mist generation pump and is more significant when the cooling effectiveness drops from 1. Overall, at a low relative humidity of 40% with a high wet bulb depression, mist precooling enables the chiller COP to increase with the chiller capacity. Higher cooling effectiveness would bring a higher percentage increase of chiller COP. The increase would be up to 30% under both HPC and FCTC. When the relative humidity increases to 85% with a low wet bulb depression, the percentage increase of chiller COP is 3.5% at most. The percentage change of chiller COP has a non-linear relationship with the chiller capacity under FCTC and the cooling effectiveness should be kept as high as possible in order to increase the chiller COP. It is expected that the non-linear relationship is associated with the interaction between the reduced outdoor temperature and the control of condenser fans to maintain the condensing temperature at its set point. Experimental work is underway by the authors to examine how nozzles should be placed over the wide condenser area and how their atomization effect is regulated by the orifice size in order to maximize the cooling effectiveness. Variable speed control of condenser fans is found essential to adjust precisely the condensing temperature in response to the reduced outdoor temperature while reducing the fan power at part load operation. 
Conclusions
This study examines how COP of an air-cooled chiller can be enhanced by mist precooling at different levels of cooling effectiveness. The chiller modelled had a rated capacity of 1266 kW with a COP of 3.19. Its performance data were used to validate a multivariate regression model, taking into account the variation of condensing temperature under HPC and FCTC and the precooling of outdoor air by a mist generator.
When the relative humidity is 40% with a high wet bulb depression, the COP could increase by up to 30% when the chiller operated under HPC or FCTC. The COP indeed tends to increase linearly with the chiller capacity, which complements the sequencing control of chillers in a multiple-chiller system. At a high relative humidity of 85% with a small wet bulb depression, the dynamic control of condensing temperature resulted in a non-linear relationship between the percentage change of COP and the cooling effectiveness. It is necessary to maintain the cooling effectiveness as high as possible in order to maximize the COP. Further experimental work is required to investigate how the orifice size and layout of nozzles should be used to optimize the atomization effect for maximum cooling effectiveness. The precise adjustment of condensing temperature in response to the reduced condenser air temperature would call for controlling condenser fans at variable speed. 
